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NOTEs
MANUAL AIR VENT
CAB FLOOR REPLACE ALL AIR HANDLING UNITS AHU-1 THROUGH AHU-8.
1-1/2" ASSOCIATED PIPING AND PIPING DEVICES TO INCLUDE.
\ C.W. COIL BUT NOT LIMITED TOs
C.W. COIk S AHU-7
AHU-8 P 1. BALANCING VALVES FOR EACH AHU UNIT.
1-1/2f 2 CAB 2. S.S. ISOLATION VALVE HANDLES.
8TH FLOOR 3. PIPING INSULATION FROM THE ISOLATION VALVES TO UNIT SERVED.
T C.w. COIL 22.5 GPM 4. THREE WAY CONTROL VALVE AND ASSOCIATED ACTUATOR.
o). AHU- Ko {91 5. DIGITAL THERMOMETERS INDICATING INLET AND OUTLET WATER TEMP.
b A HU-8 AND ASSOCIATED THERMOMETER WELLS.
_E 6. DIGITAL THERMOMETERS INDICATING SUPPLY AIR AND RETURN AIR TEMP,
2-1/72 7. AHU VIBRATION ISOLATION PADS., INSTALL NEOPRENE TYPE.
6TH FLOOR 8. VENTURI TYPE FLOW MEASUREMENT STATION. INCLUDE TwO
= C.w. COIL 12 GPM DIFFERENTIAL PRESSURE GAGES IN A SEPERATE CARRYING CASES TO ALLOW
o o *— AHU-5 — MEASUREMENT .
2 1-174 v AHU- 7 &_pq_ 9. BALL VALVE TYPE HOSE BIB FOR LOW POINT DRAIN.
s 10. HIGH POINT VENT.
2.2l L 2-1/20
5TH FLOOR 7TH_FLOOR SEE DWG. -M@2@ FOR DEVICE SPECIFICATION.
C.W. COIL
—H AHU-4 6.4 GPM
- / .
/< >\ 1-172 Nﬂ AHU -6 %_M_
2-1/72" 2-1/2" REPLACE ALL CHILLED WATER PUMPS. CWP-1 AND CWP-2
ASSOCIATED PIPING AND PIPING DEVICES TO INCLUDE.
4TH FLOOR v COIL 6TH FLOOR BUT NOT LIMITED TOs
\ — AHU-3 15.5 GPM 1. BALANC ING VALVES FOR EACH PUMP,
L 2 A | 2. S.S. ISOLATION VALVE HANDLES.
=T T\ HU-5
2.1/ o - 2172 Pq " 3. PIPING INSULATION FROM THE ISOLATION VALVES TO INCLUDE THE PUMP.
3 5. CHEMICAL POT FEEDE
. CHEMICAL R.
3RD FLOOR C.W. COIL STH FLOOR 6. BACKFLOW PREVENTER
X AHU-2 23.3 oPM 7. AIR SEPERATOR AND AUTOMATIC AIR VENT.
1 . 8. VENTURI TYPE FLOW MEASUREMENT STATION. INCLUDE DIFFERENTIAL
N mdlll TN &_pq_ PRESSURE GAGE - PERMANTLY MOUNTED.
W 9. RETURN AND SUPPLY PRESSURE GAGES.
2ND FI OOR 4TH FLOOR
C.w. COIL SEE DWG. -M@2@ FOR DEVICES SPECIFICATION.
172" AHU- 1 23.3 GPM
2-172— | LR b AU~ 3 {% v
WS
1ST FLOOR
3RD_FLOOR
EXISTING CHILLER WATER PIPING RISER DIAGRAM '2'_“2’"
(FOR REFERENCE ONLY) N AHU -2 L@J—%—
NOT TO SCALE Pé
2ND_FLOOR LEGEND
5.0 GPM —_—
N -
z W AHU-1 & o [% FLOW MEASUREMENT STATION
§ 1 (SEE PIPING DIAGRAM FOR SPECIFIC DETAILS)
s @ GPM
- —) FE:{
L
12 GPM FLOW DIRECTION ARROW - BALANCE
AIR SEPARATOR TO RATE (GPM) SHOWN
SEPARATOR
COOLING ﬁ CHEMICAL INJECTION TANK
ANTI-SYPHON VENT COIL CHILLER |— (NORMALLY NO FLOW)
EXPANS ] ON
TANK
INSTALL NEW PUMPS
CWP-1, CWP-2 AND
2" MIN. NEW S.S. ISOLATION VALVE
DIMENS]ONS HANDLES
FOR AIRFLOW PUMPS
TRAP
sz 1ST FLOOR
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